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Estate In-Charge  Joint Director (Admn.) 

 

   NIT No. : F.7(45)/ESTATE/2025-26 

Name of Work: Supply Installation Testing & Commissioning of 1000 

      KVA Transformer at  NIA, Jaipur  (Raj.) 

  

Estimated Cost:        Rs. 36,80,516/- 

Earnest Money:        Rs. 73,610/- 

Time Allow:         60 Days  

Last date & time of submission of Bid : 24.02.2026 up to 03:00 PM 

Last date & time of Opening of Bid :  25.02.2026 up to 04:00 PM 

It is certified that NIT containing Page 01 to 57 only. 
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NATIONAL INSTITUTE OF AYURVEDA  

NOTICE INVITING TENDER 

The National Institute of Ayurveda a Deemed University and autonomous organization under 

the Ministry of AYUSH, Govt. of India Invites Online percentage rate tenders from approved and 

eligible contractors of CPWD/MES/STATE PWD/PSU in appropriate Class for the following work(s) :  

N.I.T. No. : F.7(45)/Estate/2025-26 

Name of Work : Supply Installation Testing &Commissioning of 1000kVA Transformer at National 

Institute of Ayurveda, Jaipur (Raj.).    

Estimated Cost :   Rs. 36,80,516/-  

Earnest money :  Rs. 73,610/-, & period of completion : 60 Days .  

Last date & time of submission of tender  24.02.2026 upto 03:00 P.M.         

The tender forms and other details can be obtained from the central public procurement portal 

(CPP Portal) or website www.nia.nic.in  
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INFORMATION AND INSTRUCTIONS FOR BIDDERS FOR E-TENDERING  
 

The National Institute of Ayurveda a Deemed University and autonomous organization under the 
Ministry of AYUSH, Govt. of India Invites Online percentage rate bids from approved eligible contractors 
of CPWD/MES/STATE PWD/PSU in appropriate Class for the following work(s) : 
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Supply 
Installation 

Testing 
&Commissioning 

of 1000kVA 
Transformer at 

National 
Institute of 

Ayurveda, Jaipur 
(Raj.).    

36,80,516/- 73,610/- 60 
Days 

24.02.2026  
up to 03:00 PM 

25.02.2026  
up to 

04:00 PM 

 
The tender forms and other details can be obtained from the website Central Public Procurement Portal 
(CPP Portal) (URL : https://eprocure.gov.in/eprocure/app) or www.nia.nic.in 
 
 

GUIDELINES FOR E-TENDERING:-Instructions for Online Bid Submission 

The bidders are required to submit soft copies of their bids electronically on the CPP Portal, using valid Digital 
Signature Certificates. The instructions given below are meant to assist the bidders in registering on the CPP 
Portal, prepare their bids in accordance with the requirements and submitting their bids online on the CPP Portal.  

More information useful for submitting online bids on the CPP Portal may be obtained at:https://eprocure 
.gov.in/eprocure/app .  
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1.  Registration  

1.  Bidders are required to enroll on the e-Procurement module of the Central Public Procurement Portal 
(URL:https://eprocure.gov.in/eprocure/app) by clicking on the link “Online bidder Enrollment” on the CPP 
Portal which is free of charge.  

2. As part of the enrolment process, the bidders will be required to choose a unique username and assign a 
password for their accounts.  

3. Bidders are advised to register their valid email address and mobile numbers as part of the registration 
process. These would be used for any communication from the CPP Portal.  

4. Upon enrolment, the bidders will be required to register their valid Digital Signature Certificate (Class III 
Certificates with signing key usage) issued by any Certifying Authority recognized by CCA India                 
(e.g. Sify / n Code / e Mudra etc.), with their profile.  

5. Only one valid DSC should be registered by a bidder. Please note that the bidders are responsible to 
ensure that they do not lend their DSC’s to others which may lead to misuse.  

6. Bidder then logs in to the site through the secured log-in by entering their user ID /password and the 
password of the DSC/e-Token. 

2.  Searching For Tender Documents.  

1.  There are various search options built in the CPP Portal, to facilitate bidders to search active tenders by 
several parameters. These parameters could include Tender ID, Organization Name, Location, Date, 
Value, etc. There is also an option of advanced search for tenders, wherein the bidders may combine a 
number of search parameters such as Organization Name, Form of Contract, Location, Date, Other 
keywords etc. to search for a tender published on the CPP Portal. 

2. Once the bidders have selected the tenders they are interested in, they may download the required 
documents / tender schedules. These tender scan be moved to the respective ‘My Tenders ’folder. This 
would enable the CPP Portal to intimate the bidders through SMS/e- mail in case there is any 
corrigendum issued to the tender document. 

3. The bidder should make a note of the unique Tender ID assigned to each tender, in case they want to 
obtain any clarification / help from the Helpdesk. 

3.  Preparation of Bids 

1. Bidder should take into account any corrigendum published on the tender document before submitting 
their bids. 

2. Please go through the tender advertisement and the tender document carefully to understand the 
documents required to be submitted as part of the bid. Please note the number of covers in which the 
bid documents have to be submitted, the number of documents - including the names and content of 
each of the document that need to be submitted. Any deviations from these may lead to rejection of the 
bid. 
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3. Bidder, in advance, should get ready the bid documents to be submitted as indicated in the tender 
document / schedule and generally, they can be in PDF / XLS / RAR /DWF/JPG formats. Bid documents 
may be scanned with 100 dpi with black and white option which helps in reducing size of the scanned 
document. 

4. To avoid the time and effort required in uploading the same set of standard documents which are 
required to be submitted as a part of every bid, a provision of uploading such standard documents (e.g. 
PAN card copy, annual reports, auditor certificates etc.) has been provided to the bidders. Bidder scan 
use “My Space” or ‘’Other Important Documents’’ area available to them to upload such documents. 
These documents may be directly submitted from the “My Space” area while submitting a bid, and need 
not be uploaded again and again. This will lead to a reduction in the time required for bid submission 
process. 

Note :  My Documents space is only a repository given to the Bidders to ease the uploading process. If 
Bidder has uploaded his Documents in My Documents space, this does not automatically ensure 
these Documents being part of Technical Bid. 

4.  Submission of Bids 

1. Bids shall be submitted online only at CPPP website: https://eprocure.gov.in/eprocure/app . 

2. Bidder should log into the site well in advance for bid submission so that they can upload the bid in time 
i.e. on or before the bid submission time. Bidder will be responsible for any delay due to other issues. 

3. The bidder has to digitally sign and upload the required bid documents one by one as indicated in the 
tender document. 

4. Bidder has to select the payment option as “offline” to pay the tender fee / EMD as applicable and enter 
details of the instrument. 

5. Bidder should prepare the EMD as per the instructions specified in the tender document. The original 
should be posted/couriered/given in person to the concerned official, latest by the last date of bid              
submission or as specified in the tender documents. The details of the DD/any other accepted Instrument 
physically sent, should tally with the details available in the scanned copy and the data entered during bid 
submission time. Otherwise the uploaded bid will be rejected. 

6. The agency shall download the pre bid clarification if any for the work and upload the same (scanned 
copy) duly signed and sealed. The revised documents (if any) shall be uploaded in e tender portal. 

7. Bidders are requested to note that they should necessarily submit their financial bids in the format 
provided and no other format is acceptable. If the price bid has been given as a standard BOQ form at 
with the tender document, then the same is to be downloaded and to be filled by all the bidders. Bidders 
are required to download the BOQ file, open it and complete the SKY BLUE colored (unprotected) cells 
with their respective financial quotes and other details(such as name of the bidder).No other cells should 
be changed. Once the details have been completed, the bidder should save it an d submit it online, 
without changing the filename. If the BOQ file is found to be modified by the bidder, the bid will be 
rejected. 
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8. Tenders are advised to upload their documents well in advance, to avoid last minutes rush on the server 
or complications in uploading. DCSEM, in any case, shall not be held responsible for any type of 
difficulties during uploading the documents including server and technical problems whatsoever. 

9. Bid documents may be scanned with 100 dpi with black and white option which helps in reducing size of 
the scanned document. 

10. The server time (which his displayed on the bidders’ dash board) will be considered as the standard time 
for referencing the deadlines for submission of the bids by the bidders, opening of bids etc. The bidders 
should follow this time during bid submission. 

11. Submission of the tender documents after the due date and time (including extended Period) shall not be 
permitted. 

12. All the documents being submitted by the bidders would be encrypted using PKI encryption techniques to 
ensure the secrecy of the data. The data entered cannot be viewed by unauthorized persons until the 
time of bid opening. The confidentiality of the bids is maintained using the secured Socket Layer 128 bit 
encryption technology. Data storage encryption of sensitive fields is done. Any bid document that is 
uploaded to the server is subjected to symmetric encryption using a system generated symmetric key. 
Further this key is subjected to asymmetric encryption using buyers/bid opener’s public keys. Overall, the 
uploaded tender documents become readable only after the tender opening by the authorized bid 
openers. 

13. The uploaded tender documents become readable only after the tender opening by the authorized bid 
openers. 

14. Upon the successful and timely submission of bids (i.e. after Clicking “Freeze Bid Submission” in the 
portal), the portal will give a successful bid submission message & a bid summary will be displayed with 
the bid no. and the date & time of submission of the bid with all other relevant details. 

15. The bid summary has to be printed and kept as an acknowledgement of the submission of the bid. This 
acknowledgement may be used as an entry pass for any bid opening meetings. 

16. Intending Bidders are advised to visit this website regularly till closing date of submission to keep 
themselves updated as any change/ modification in the tender will be intimated through this website 
only by corrigendum / addendum/ amendment. 

5.  Assistant to bidders.  

1. Any queries relating to the tender document and the terms and conditions contained therein should be   
addressed to the Tender Inviting Authority for a tender or the relevant contact person indicated in the 
tender.  

2. Any queries relating to the process of online bid submission or queries relating to CPP Portal in general 
may be directed to the 24x7 CPP Portal Help desk. 
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3. The enlistment of the contractors should be valid on the last date of submission of tenders. In case the 
last date of submission of tender is extended, the enlistment contractor should be valid on the last of 
submission of tenders. 

4. The intending bidder must read the terms and conditions of NIT carefully. He should only submit his bid if 
he considers himself eligible and he is in possession of all the documents required 

5. Information and instructions for bidders posted on website (www.nia.nic.in) /CPP Portal shall form part 
of bid document. 

6. The bid document consisting of plans, specifications, the schedule of quantities of various types of items 
to be executed and the set of terms and conditions of the contract to be complied with and other 
necessary documents can be seen and downloaded from website www.nia.nic.in Or CPP Portal free of 
cost. 

7. The bid can only be submitted after deposition of original EMD either in the office of Estate In charge 
within the period of bid submission. and uploading the mandatory scanned documents such as Banker’s 
Cheque of a Commercial Bank/ Account Payee Demand Draft of a Commercial Bank/ Fixed Deposit 
Receipt (FDR) of a Commercial Bank/ Bank Guarantee (for balance amount as prescribed) from a 
Commercial Bank towards EMD in favour of Vice Chancellor, National Institute of Ayurveda, Jaipur receipt 
of deposition of original EMD  

While submitting the EMD the bidders should ensure that any insertion/addition/deletion in the 
FDR/TDR issued by the bank should be properly authenticated/ stamped by the issuing bank. In the 
absence of which the EMD shall not be considered in proper form and bid of the bidder shall be rejected 
by the Joint Director. 

8. Any agency whose case related to any work of NIA is pending before the court shall not be eligible to 
participate in this tender. 

List of Documents to be submitted by bidder within the period of bid submission :- 

I. Banker’s Cheque of a Commercial Bank/ Account Payee Demand Draft of a Commercial Bank/ 
Fixed Deposit Receipt (FDR) of a Commercial Bank/ Bank Guarantee (for balance amount as          
prescribed) from a Commercial Bank towards EMD. 

II. Enlistment Order of the Contractor in Category and valid on the date of opening of tender. 
Enlistment order issued by enlistment authority, with validity duly extended. 

III. Valid GST registration certificate, if already obtained by the bidder. If the bidder has not obtained 
GST registration as applicable, then he shall scan & upload undertaking as per Annexure IV along 
with bid. 

IV. Copy of Receipt for deposition of original EMD issued from office of Estate In charge NIA where 
bidder deposited EMD. (Format of deposition receipt should be as per Annexure-I of this section) 

V. Undertaking for site inspection [Intending bidders must upload undertaking that they have 
inspected and examined the site and its surrounding before submitting their bids as stated in 
Annexure-V 

VI. Letter of Transmittal – As prescribed in Annexure-VI.  
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VII. Self declaration of ‘Non-black listing’ and “Non-Suspension of Business by CPWD/State/Central 
departments/PSU/Autonomous bodies  in Annexure-VII 

VIII. Any other Document as specified elsewhere in the NIT as mandatory. 
IX. The Agency interested in bidding should have completed the work of similar nature work during 

last 07 years ending last day of the month pervious to the one in which tenders are invited. 
 
a. Three similar works completed each of value 40% of the estimated cost. 

Or 
b. Two similar works completed each of value 60% of the estimated cost. 

Or 
c. One similar works completed of 80% of value of the estimated cost. 

Similar works means SITC of Electrical work or 11KV Sub Station equipment’s  

9. The intending bidder must have valid class-III digital signature to submit the bid. 

10. On opening date, the contractor can login and see the bid opening process. After opening of bids he will 
receive the competitor bid sheets. 

11. The contractor can upload documents in the form of JPG format and PDF format. 

12. Contractor must ensure to quote his percentage rate (above/below) in the BOQ/schedule. 

13. The contractor shall get receipt of deposition of original EMD in the office of Estate In-charge inviting bids 
in the prescribed format annexed as Annexure-I and also upload it along with the bid document. 

14. The tenderer should also read the General Conditions of Contract for CPWD maintenance Works In-
charge 2023 amended up to Last Date of Submission of BID (available on CPP Portal & above websites), 
which is available as Govt. of India Publications. 

15. Tenders with any condition including that of conditional rebates in the tender document shall be rejected 
forthwith. 

16. GST, purchase tax, turn over tax, Excise duty, work contract tax or any other tax as applicable shall be 
paid by the contractor himself. The contractor shall quote his rates considering all such taxes. The TDS      
(tax deduction at source) shall be done from bill payments to the contractor as per Government law and 
rules. 

17. GST, Building and other Construction Workers Welfare Cess or any other tax or Cess in respect of this     
contract shall be payable by the contractor and Government shall not entertain any claim whatsoever in 
this respect. 

18. If any information furnished by the applicant is found incorrect at a later stage, he shall be liable to be 
debarred from tendering/ taking up of works in NIA. The Department reserves the right to verify the 
particular s furnished by the applicant independently. 
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19. The department reserves the right to reject any prospective application without assigning any reason and 
to restrict the list of qualified contractors to any number deemed suitable by it, if too many bids are          
received satisfying the laid down criterion. 

20. The tenderer should not have been blacklisted or penalized by any Central Government/State Govt. of 
fices/PSUs. A declaration in this effect is required to be scanned and uploaded while participation in 
tendering process. As prescribed in Annexure - VII 

21. The successful bidder shall be required to execute the Contract Agreement accepting all terms and 
conditions stipulated herein on a non -judicial stamp paper of Rs. 500/ - (Rs. Five Hundred only) along 
with performance security within fifteen days of the issue of the Letter of notification of a ward. In the 
event of failure on the part of the successful bidder to sign the Contract within the period stipulated 
above, the EMD s hall be forfeited and the acceptance of BID shall be considered as cancelled. 

22. For Goods Supplied from India. 

a. All the goods/Service ordered shall be delivered and Installed at National Institute of Ayurveda, 
Jaipur within 45 days from the date of issue of Work order. All the aspects of safe delivery, 
installation and commissioning shall be the exclusive responsibility of the supplier/contractor. If 
the supplier/contractor fails to deliver, install and commission the goods on or before the 
stipulated date, then a penalty at the rate of 0.5% per week or a part thereof of the total order 
value shall be levied subject to maximum of 10% of the total order value. The successful tenderer 
will also provide required training for supplied items at NIA, JAIPUR. The goods should be 
manufactured after adoption of latest technology. If at any time during the currency of the 
contract, the supplier encounters conditions hindering timely supply of the goods and 
performance of services, the supplier shall promptly inform the NIA, JAIPUR for extension of the 
delivery schedule accordingly. 

b. On receiving the supplier/contractor communication, NIA, JAIPUR shall examine the situation as 
soon as possible and, at its discretion, may agree to extend the delivery schedule, with or without 
liquidated damages for completion of supplier’s contractual obligations by issuing an amendment 
to the contract. 

23. As a guarantee towards due performance and compliance of the contract work, the successful bidder 
(contractor) will deposit an amount equal to 2.5% of order value and should be kept valid for a period of 
60 days beyond completion of all the contractual obligation, including CMC period towards security 
deposit by w ay of demand draft in favor of“ VICE CHANCELLOR, NATIONAL INSTITUTE OF AYURVEDA” 
pay able at JAIPUR drawn on any Nationalized Bank/Scheduled Bank and payable at JAIPUR within fifteen 
days of the issue of the Letter of notification of award along with non-judicial stamp paper of Rs. 500/- 
(Contract agreement). 

24. Bidder shall submit a copy of the tender document and addenda thereto, if any, with each page of this 
document should be signed and stamped to confirm the acceptance of the entire terms & conditions as 
mentioned in the tender enquiry document. 
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25. Breach of Terms and Conditions : In case of breach of any terms and conditions as mentioned above, the 
Competent Authority, will have the right to cancel the work order/job without assigning any reason 
thereof and nothing will be payable by NIA, Jaipur. in that event the security deposit shall also stands 
forfeited. 
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Annexure – I 

Receipt of Deposition of Original EMD 

 

Receipt No.:            Date: 

 

1. Name of Work :-   Supply Installation Testing &Commissioning of 1000kVA Transformer at National Institute of 
Ayurveda,  Jaipur (Raj.). 

2. NIT No.                      :-   F.7(45)/Estate/2025-26 

3. Estimated Cost         :-       36,80,541/- 

4. Amount of Earnest Money Deposit   :-   73,610/- 
 
5. Last Date of Submission     :-   24.02.2026 on or before 3:00 PM 

 

 
1. Name of Contractor    :-   

 
2. Form of EMD    :- 

 
3. Amount of Earnest Money Deposit   :- 

 
4. Date of Submission of EMD   :-  

 
  
 

Signature, Name and Designation  
of EMD Receiver 

& With Office Stamp  
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Annexure-II 

FORM OF EARNEST MONEY DEPOSIT (BANK GUARANTEE BOND) 

WHEREAS, contractor.................. (Name of contractor) (hereinafter called "the contractor") has submitted his 
tender dated ............. (date) for the construction of ................................................ (name of work) (hereinafter 
called "the Tender") 

KNOW ALL PEOPLE by these presents that we ......................................... (name of bank) having our registered 
office at ................................... (hereinafter called "the Bank") are bound unto ................................................... 
(Name and office of Joint Director) (here in after called "the Estate-in-charge") in the sum of Rs. ......................... 
(Rs. in words .................................................) for which payment well and truly to be made to the said Estate-in 
charge the Bank binds itself, his successors and assigns by these presents. 

SEALED with the Common Seal of the said Bank this ................. day of ................. 20...... 

THE CONDITIONS of this obligation are: 

1. If after tender opening the Contractor withdraws, his tender during the period of validity of tender 
(including extended validity of tender) specified in the Form of Tender; 
 

2. If the contractor having been notified of the acceptance of his tender by the Estate-in-charge: 
 
a. fails or refuses to execute the Form of Agreement in accordance with the Instructions to contractor, if 

required; 
Or 

b. fails or refuses to furnish the Performance Guarantee, in accordance with the provisions of tender 
document and Instructions to contractor, 

We undertake to pay to the Estate-in-charge up either to the above amount or part thereof upon receipt 
of his first written demand, without the Estate-in-charge having to substantiates his demand, provided that in his 
demand the Engineering-Charge will note that the amount claimed by his is due to him owing to the occurrence 
of one or any of the above conditions, specifying the occurred condition or conditions. 

This Guarantee will remain in force up to and including the date* ............. after the deadline for 
submission of tender as such deadline is stated in the Instructions to contractor or as it may be extended by the 
Estate-in-charge, notice of which extension(s) to the Bank is hereby waived. Any demand in respect of this 
Guarantee should reach the Bank not later than the above date. 

DATE .............  

SIGNATURE OF THE BANK SEAL  

WITNESS ..................  

(SIGNATURE, NAME AND ADDRESS) 
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Annexure-III 

               On non-judicial stamp paper of minimum Rs. 100/- 
 

(Guarantee offered by Bank to NIA Jaipur in connection with the execution of contracts) Form of Bank 
Guarantee for Performance Guarantee/ Security Deposit/Mobilization Advance. 

1. Whereas the Joint Director ..................... (name of division) ......................., NIA on behalf of the Vice 
Chancellor (hereinafter called “The Government”) has invited bids under ........................ (NIT number) 
...................... dated ........... for ........................... (name of work) ............................................................ 
The Government has further agreed to accept irrevocable Bank Guarantee for Rs. ....................... (Rupees 
..................................... only) valid upto ................. (date)*......... as Earnest Money Deposit from 
......................... (name and address of contractor) ..................... (hereinafter called “the contractor”) for 
compliance of his obligations in accordance with the terms and conditions of the said NIT. 
 

**OR** 
Whereas the Joint Director ................. (name of division) ......., NIA on behalf of the Vice Chancellor 
(hereinafter called “The Government”) has entered into an agreement bearing number ......................... 
with ......................(name and address of the contractor) ........ (hereinafter called “the Contractor”) for 
execution of work..................................... (name of work) ...................................................... The 
Government has further agreed to accept an irrevocable Bank Guarantee for Rs. ....................... (Rupees 
................................. only) valid upto........ (date)........ as Performance Guarantee / Security Deposit / 
Mobilization Advance from the said Contractor for compliance of his obligations in accordance with the 
terms and conditions of the agreement. 

2. We, ...............(indicate the name of the bank)............(herein after referred to as “the Bank”), hereby 
undertake to pay to the Government an amount not exceeding Rs. .................... (Rupees................... only) 
on demand by the Government within 10 days of the demand. 
 

3. We, ........................ (indicate the name of the Bank) ....................., do here by undertake to pay the 
amount due and payable under this guarantee without any demur, merely on a demand from the 
Government stating that the amount claimed is required to meet the recoveries due or likely to be due 
from the said Contractor. Any such demand made on the Bank shall be conclusive as regards the amount 
due and payable by the Bank under this Guarantee. However, our liability under this guarantee shall be 
restricted to an amount not exceeding Rs......... /-(Rupees…... only). 
 

4. Signature ......... We, .................. (indicate the name of the Bank) ....................., further undertake to pay 
the Government any money so demanded notwithstanding any dispute or disputes raised by the 
contractor in any suit or proceeding pending before any Court or Tribunal, our liability under this Bank 
Guarantee being absolute and unequivocal. The payment so made by us under this Bank Guarantee shall 
be a valid discharge of our liability for payment there under and the Contractor shall have no claim 
against us for making such payment. 
 

5. We, ........... (indicate the name of the Bank) ............, further agree that the Government shall have the 
fullest liberty without our consent and without affecting in any manner our obligation here under to vary 
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any of the terms and conditions of the said agreement or to extend time of performance by the said 
Contractor from time to time or to postpone for any time or from time to time any of the powers 
exercisable by the Government against the said contractor and to forbear or enforce any of the terms and 
conditions relating to the said agreement and we shall not be relieved from our liability by reason of any 
such variation or extension being granted to the said Contractor or for any forbearance, act of omission 
on the part of the Government or any indulgence by the Government to the said Contractor or by any 
such matter or thing whatsoever which under the law relating to sureties would, but for this provision, 
have effect of so relieving us. 
 

6. We, ..................... (indicate the name of the Bank) .........................., further agree that the Government at 
its option shall be entitled to enforce this Guarantee against the Bank as a principal debtor at the first 
instance without proceeding against the Contractor and notwithstanding any security or other guarantee 
the Government may have in relation to the Contractor‘s liabilities. 
 

7. This guarantee will not be discharged due to the change in the constitution of the Bank or the Contractor. 
 

8. We, ...................... (indicate the name of the Bank) ............................, undertake not to revoke this 
guarantee except with the consent of the Government in writing. 
 

9. This Bank Guarantee shall be valid up to ............................... unless extended on demand by the 
Government. Notwithstanding anything mentioned above, our liability against this guarantee is restricted 
to Rs. ........................ (Rupees .................... only) and unless a claim in writing is lodged with us within the 
date of expiry or extended date of expiry of this guarantee, all our liabilities under this guarantee shall 
stand discharged. 
 
Date .................... 
 
Witnesses : 
 
1. ………………………     Authorized Signatory  

 
Name and Address      Name  
       Designation  
       Staff code no.  
       Bank Seal  

2. Signature .................... 
 
Name and address 

*Date to be worked out on the basis of validity period of 90 days where only financial bids are invited and 
180 days for two/'three bid system from the date of submission of tender. 
**In paragraph 1, strike out the portion not applicable. Bank Guarantee will be made either for 
performance guarantee/security deposit/mobilization advance, as the case may Estate In-Charge be 
earnest money or for case may be. 
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ANNEXURE-IV 
 

Undertaking  
Regarding obtaining GST registration Certificate of The State, in which 

work is to be taken up. 
 

lf work is awarded to me, I/we shall obtain GST registration Certificate of the State, in which work 

is to be taken up within one month from the date of receipt of award letter or before release of any 

payment by NIA, whichever is earlier, failing which I/We shall be responsible for any delay in payments 

which will be due towards me/us on account of the work executed and/or for any action taken by NIA or 

GST department in this regard. 

 

Signature of Bidder(s) or an authorized Officer of the firm with stamp 
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ANNEXURE-V 

DECLARATION ABOUT SITE INSPECTION 

To, 

Joint Director,  

National Institute of Ayurveda 

Jaipur-302020  

Sub: (NIT NO) F.7(45)Estate/2025-26  

 

Supply Installation Testing &Commissioning of 1000kVA Transformer at National Institute of Ayurveda, Jaipur 
(Raj.) 

Dear Sir, 

It is hereby declared that as per CPWD6 for e-Bidding, I/ We the bidder inspected and examined the 

subject site  and its surrounding and satisfy myself/ ourselves as to the nature of the ground and sub-soil(so far as 

is practicable), the forms and nature of the site. / ourselves before submitting the bid, the accommodation which 

may require and all necessary information as to risks, contingencies and other circumstances which may influence 

or affect our bid have been obtained. I/We the bidder shall have full knowledge of the site and no extra charge 

consequent upon any misunderstanding or otherwise shall be claimed in later date. 

I /We bidder shall be responsible for arranging and maintaining at own cost all materials, tools & plants, 

water, electricity access, facilities for workers and all other services required for executing the work unless 

otherwise specifically provided for in the contract documents. Submission of a bid by me/us implies that I / We 

have read this notice and all other contract documents and has made myself /ourselves aware of the scope and 

specifications of the work to be done and local conditions and other factors having a bearing on the execution of 

the work. 

 

Yours faithfully  

(Duly authorized signatory of the bidder) 
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ANNEXURE-VI 

INFORMATION REGARDING ELIGIBILITY LETTER OF TRANSMITTAL FORM: 

To,  

Joint Director,  

National Institute of Ayurveda  

Jaipur-302020  

Sub: (NIT NO) F.7(45)Estate/2025-26  

N/w:  Supply Installation Testing &Commissioning of 1000kVA Transformer at National Institute of Ayurveda, 

Jaipur (Raj.)  

Sir, 

Having examined the details given in tender notice and bid document for the above work, I/we 
hereby submit the bid along with all required information and documents.  

1.  I/we hereby certify that all the statements made and information supplied by me are true and correct.  

2.  I/we have furnished all information and details necessary for bid and have no further pertinent 
information to  supply.  

3.  I/we also authorize the Joint Director, National Institute of Ayurveda (NIA), Jaipur to approach individuals, 
employers, firms and corporation to verify our details, if required.  

4.  Certificate: It is certified that the information given by me/us in the bid are correct. It is also certified that 
I/we shall be liable to be debarred, disqualified/cancellation of enlistment in case any information 
furnished by me/us found to be incorrect.  

5.  Contact details of our authorized representative are as under: 

Name  

Mobile Number:  

Email id:  

Contact Address:  

Signature(s) of Bidder(s)  

Seal of bidder  

Name of Bidder: 

 Contact Address:  

Email Id of Bidder:  

Mobile Number of Bidder(s): 
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(Annexure – VII) 
 

Proforma of Self-Declaration For Non - Black Listing and “Non Suspension of Business” By 
CPWD/State/Central Departments/PSUs/Autonomous Bodies.   

 
 
NIT No. : F.7(45)Estate/2025-26 
 
N/W: "Supply Installation Testing &Commissioning of 1000kVA Transformer at National Institute of 

Ayurveda, Jaipur (Raj.)" 
 
 
  I/we undertake and confirm that our firm/partnership firm has not been blacklisted by any 

state/Central Departments/PSUs/Autonomous bodies during the last 7 years of its operations. Further 

that, if such information comes to the notice of the department, then I/we shall be debarred for bidding 

in NIA in future forever. Also, if such information comes to the notice of department on any day before 

date of start of work, the Engineer-in-charge shall be free to cancel the agreement and to forfeit the 

entire amount of Earnest Money Deposit/Performance Guarantee. 

 

NOTE: Affidavit to be furnished on a ‘Non-Judicial’ stamp paper worth Rs.100/- Signature of Notary with Seal.  

 

 

 

 Signature of Bidder(s) or an authorized  

of the firm with stamp 
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Part A 

E – TENDERING 

Percentage rate tenders are invited on behalf of President of India from approved and eligible contractors     

of CPWD/MES/ STATE PWD/PSU in appropriate class in single bid system for the work of Supply Installation 

Testing &Commissioning of 1000kVA Transformer at National Institute of Ayurveda, Jaipur (Raj.) 

1. The enlistment of the contractors should be valid on the last date of submission of tenders. In case 

only the last date of submission of tender is extended, the enlistment of contractor should be val id 

till the original date of submission of tenders. 

2. The composite work is estimated to cost Rs. 36,80,541/- This estimate, however, is given merely as a 

rough guide. 

3. Agreement shall be drawn with the successful tenderer on prescribed Form No. CPWD 7 which is avail 

able as a Govt. of India Publication and also available on website CPP PORTAL. Tenderers shall quote 

his rates as per various terms and conditions of the said form which will form part of the agreement. 

4. The time allowed for carrying out the work will be 60 days from the date of start as defined in 

schedule ‘F’ or from the first date of handing over of the site, whichever is later, in accordance with 

the phasing, if any, indicated in the tender documents 

5. The site for the work is available. 

I. The Working architectural and structural drawing shall be submitted by the contractor to the 

Estate- In-charge. The prior approval of the same shall be made before any execution of 

work, as per requirement of the same as per approved programme of completion submitted 

by the contractor after a ward of the work. 

6. Tender document consisting of plans, specifications, the schedule of quantities of various types of 

items to be executed and the set of terms & conditions of contract to be complied with by the 

contract or whose tender may be accepted and other necessary documents except Standard General 

Conditions of Contract Form can be seen from website CPP Portal or www.nia.nic.in free of cost. 

7. The standard publications like General Conditions of Contract, Applicable Delhi Schedule of Rates for 

Civil and Electrical, Applicable Specifications for Civil and Electrical works and Applicable Delhi         

Analysis of Rates for civil and electrical with amendments /correction slips up to the previous day of 

last date of submission of Bids can be seen free of cost from website CPP Portal or www.nia.nic.in 

free of cost. 

8. After submission of the bid the contractor can re-submit revised bid any number of times but before 

last time and date of submission of tender as notified. 
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9. While submitting the revised bid, contractor can revise the rate of one or more item(s) any number of 

times (he need not re-enter rate of all the items) but before last time and date of submission of 

tender as notified. 

10. Earnest Money in the form of Banker’s Cheque of a Commercial Bank/ Account Payee Demand Draft 

of a Commercial Bank/ Fixed Deposit Receipt (FDR) of a Commercial Bank/ Insurance Surety Bonds/ 

Bank Guarantee (for balance amount as prescribed) from a Commercial Bank (drawn in favor of ‘Vice 

Chancellor NIA’, shall be scanned and uploaded to the e-Tendering website within the period of bid 

submission. The original EMD should be deposited in the office of Joint Director inviting bids within 

the period of bid submission. The EMD receiving officer (including NIT issuing EE/AE) shall issue a 

receipt of deposition of earnest money deposit to the bidder in a prescribed format (enclosed) 

uploaded by tender inviting authority in the NIT. The receipt shall also be uploaded to the e-tendering 

website by the intending bidder up to the specified bid submission date and time. Copy of Enlistment 

Order and other documents as specified in the press notice shall be scanned and uploaded to the 

e-Tendering website within the period of bid submission. However, certified copy of all the scanned 

and uploaded documents as specified in press notice shall have to be submitted by the lowest bidder 

only within a week physically in the office of tender opening authority. Online bid documents 

submitted by intending bidders shall be opened only of those bidders, whose origin al EMD deposited 

with NIA and other documents scanned and uploaded are found in order. 

11. Pre Bid meeting with the intending bidders shall be held on 20/02/2026 at 03:00 PM onwards at NIA, 

Jaipur. All the prospective bidders are requested to send comments/ representations on or before 

pre- bid meeting. Intending bidder will be allowed to seek clarification of specifications, conditions of 

contract etc. in writing to NIA, Jaipur. (E-mail: niaestate01@gmail.com) within 24 hours of the pre bid 

meeting. 

12. The bid submitted shall become invalid if:- 

I. The bidder is found ineligible. 
II. The bidder does not deposit original EMD with NIA, Jaipur 

III. The bidder does not upload all the documents (including GST Registration) as stipulated in 
the bid document including the copy of receipt for deposition of original EMD. 

IV. If any discrepancy is noticed between the documents as uploaded at the time of submission 
of bi d and hard copies as submitted physically by the lowest tenderer in the office of tender 
opening authority. 

V. If a tenderer quotes nil rates against each item in item rate tender or does not quote any 
percentage above / below on the total amount of the tender or any section / sub head in 
percentage rate tender, the tender shall be treated as invalid and will not be considered as 
tenderer. 
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13. The Contractor whose tender is accepted will be required to furnish performance guarantee of 5.0% 
(Five Percent) of the tendered amount within the period specified in Schedule "F". This guarantee 
shall be in the form of cash (in case guarantee amount is less than Rs. 10,000/-) or Deposit at Call 
receipt of any commercial bank/Banker's cheque of any commercial bank/Account Payee Demand 
Draft of any commercial bank/ (in case guarantee amount is less than Rs. 1,00,000/-) or Government 
Securities or Fixed Deposit Receipt or Guarantee Bonds of any Commercial bank or the State Bank of 
India in accordance with the prescribed form. In case the contractor fails to deposit the said 
performance guarantee within the period as indicated in Schedule 'F', including the extended period 
if any, the Earnest Money deposited by the contractor shall be forfeited automatically without any 
notice to the contractor. The Earnest Money deposited along with tender shall be returned after 
receiving the aforesaid performance guarantee. The contractor whose bid is accepted will also be 
required to furnish either copy of applicable licenses / registrations or proof of applying for obtaining 
labor licenses, registration with EPFO, ESIC and BOCW Welfare Board including Provident Fund Code 
No. if applicable and also ensure the compliance of aforesaid provisions by the sub contractors, if any 
engaged by the contractor for the said work and Programme Chart (Time and Progress) within the 
period specified in Schedule F.  
The site pertaining to the works will be open for inspection by the tenderers at the office of above 
mentioned officer. 
 

14. The description of the work is as follows: 
 
Supply Installation Testing & Commissioning of 1000kVA Transformer at National Institute of 
Ayurveda, Jaipur (Raj.) 

 
Intending tenderers are advised to inspect and examine the site and its surroundings and satisfy 
themselves before submitting their tenders as to the nature of the work, the form and nature of the 
site, the means of access to the site, the accommodation they may require and in general shall 
themselves obtain all necessary information as to risks, contingencies and other circumstances which 
may influence or affect their tender. A tenderer shall be deemed to have full knowledge of the site 
whether he inspects it or not and no extra charge consequent on any misunderstanding or otherwise 
shall be allowed. The tenderer shall be responsible for arranging and maintaining at his own cost all 
materials, tools & plants, water, electricity access, facilities for workers and all other services 
required for executing the work unless otherwise specifically provided for in the contract documents. 
Submission of a tender by a tenderer implies that he has read this notice and all other contract 
documents and has made himself aware of the scope and specifications of the work to be done and 
of conditions and rates at which stores, tools and plant, etc. will be issued to him by the Government 
and local conditions and other factors having a bearing on the execution of the work. 

 
15.  The Joint Director on behalf of the V.C. NIA does not bind itself to accept the lowest or any other 

tender and reserves to itself the authority to reject any or all the tenders received without the 
assignment of any reason. All tenders in which any of the prescribed condition is not fulfilled or any 
condition including that of conditional rebate is put forth by the tenderer shall be summarily rejected. 
 

16. Canvassing whether directly or indirectly, in connection with tenderers is strictly prohibited and the 
tenders submitted by the contractors who resort to canvassing will be liable to rejection. 

 
17. The Joint Director on behalf of V.C. NIA reserves to himself the right of accepting the whole or any 

part of the tender and the tenderer shall be bound to perform the same at the rate quoted. 
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18. The tender for the works shall remain open for acceptance for a period of 60 (thirty) days from the 
due date of its opening. Further. 

 
I. If any tenderer withdraws his tenders or makes any modifications in the terms & conditions 

of the tender which is not acceptable to the department within 7 days after last date of 
submission of bids, then the Government shall without prejudice to any other right or 
remedy, be at liberty to forfeit 50% of the earnest money absolutely irrespective of letter of 
acceptance for the work is issued or not. 

II. If any tenderer withdraws his tenders or makes any modifications in the terms & conditions 
of the tender which is not acceptable to the department after expiry of 7 days after last date 
of submission of bids, then the Government shall without prejudice to any other right or 
remedy, be at liberty to forfeit 100% of the earnest money absolutely irrespective of letter of 
acceptance for the work is issued or not. (iii) In case of forfeiture of earnest money as 
prescribed in para (i) and 

III. above, the bidders shall not be allowed to participate in the rebidding process of the same 
work. 
 

19. This notice inviting Tender shall form a part of the contract document. The successful 
tenderer/contractor, on acceptance of his tender by the Accepting Authority shall within 15 days 
from the stipulated date of start of the work, sign the contract consisting of:- 
 

I. The Notice Inviting Tender, all the documents including additional conditions, specifications 
and drawings, if any, forming part of the tender as uploaded at the time of invitation of 
tender and the rates quoted online at the time of submission of bid and acceptance thereof 
together with any correspondence leading thereto. 
 

II. In Case of any dispute in tender between both parties the matter shall be referred to civil 
courts having jurisdiction at Jaipur courts. 

 
III. The contractor shall submit the work bill along with the measurement. Thereafter, the 

measurement must be checked by the civil/electric engineering staff. Only then be payment 
of the bill to the contractor shall be made.    
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NATIONAL INSTITUTE OF AYURVEDA 
Percentage Rate Tender & Contract for Works 

 
(A) Tender for the work of  " Supply Installation Testing &Commissioning of 1000kVA Transformer at 

National Institute of Ayurveda, Jaipur (Raj.)" 
 
  

(i) To be Submitted by 15:00 hours on 24.02.2026 to Joint Director, NIA  
(ii) To be opened in presence of tenderers who may be present at 16:00 hours on 

25.02.2026 in the office of Estate In-Charge NIA, Jaipur.   
 

TENDER 
 

I/We have read and examined the notice inviting tender, schedule, A, B, C, D, E & F Specifications 
applicable, Drawings & Designs, General Rules and Directions, Conditions of Contract, clauses of 
contract, Special conditions, Schedule of Rate & other documents and Rules referred to in the 
conditions of contract and all other contents in the tender document for the work.  

 
I/We hereby tender for the execution of the work specified for the Vice Chancellor NIA within 

the time specified in Schedule ‘F’ viz., schedule of quantities and in accordance in all respect with the 
specifications, designs, drawing and instructions in writing referred to in Rule-1 of General Rules and 
Directions and in Clause 11 of the Conditions of contract and with such materials as are provided for, by, 
and in respect of accordance with, such conditions so far as applicable.  

 
 

If I/We, fail to furnish the prescribed performance guarantee within prescribed period, I/We 
agree that the said Vice Chancellor NIA or his successors, in office shall without prejudice to any other 
right or remedy, be at liberty suspend the lowest bidder for one (01) year and shall not be eligible to bid 
for Empanelment tenders from the date of issue of suspension order. Further, if I/We fail to commence 
work as specified, I/ We agree that Vice Chancellor NIA or the successors in office shall without 
prejudice to any other right or remedy available in law, be at liberty to forfeit the said performance 
guarantee absolutely. The said Performance Guarantee shall be a guarantee to execute all the works 
referred to in the tender documents upon the terms and conditions contained or referred to those in 
excess of that limit at the rates to be determined in accordance with the provision contained in Clause 
12.2 and 12.3 of the tender form.  

 
Further, I/We agree that in case of forfeiture of Earnest Money or Performance Guarantee as 

aforesaid, I/We shall be debarred for participation in the re-tendering process of the work.  
 
I/We undertake and confirm that eligible similar work(s) has/have not been got executed 

through another contractor on back to back basis. Further that, if such a violation comes to the notice of 
Department, then I/We shall be debarred for tendering in NIA in future forever. Also, if such a violation 
comes to the notice of Department before date of start of work, the Engineer-in-Charge shall be free 
forfeit the entire amount of Performance Guarantee and suspend the lowest bidder for one (01) year 
and shall not be eligible to bid for Empanelment tenders from the date of issue of suspension order.  
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I/We hereby declare that I/We shall treat the tender documents drawings and other records 

connected with the work as secret/confidential documents and shall not communicate 
information/derived there from to any person other than a person to whom I/We am/are authorized to 
communicate the same or use the information in any manner prejudicial to the safety of the State.  

 
 
Dated         Signature of Contractor  
 
Witness:        Postal Address  

 
Address:  
 
Occupation:  
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ACCEPTANCE 
 

The above tender (as modified by you as provided in the letters mentioned hereunder) is accepted by 

me for and on behalf of the Vice Chancellor NIA for a sum of Rs. ……………...... 

(Rupees................................................................................................. 

...............................................................................................................................)  

 
The letters referred to below shall form part of this contract agreement:-  
(a)  
(b)  
(c)  

 
For & on behalf of the Vice Chancellor NIA.  
 
Signatures.............................  
 

Dated:        Designation............................ 
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Part – "B"  

Electrical & Mechanical 
Works 
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PROFORMA OF SCHEDULES  
  

 
SCHEDULE ‘A’   
 
Schedule of quantities     Schedule attached at  Page No. 56 - 57 
 
SCHEDULE ‘B’ 
Schedule of materials to be issued to the contractor. 
 
S.No. Description of item Quantity Rates in figures & 

words at which 
the material will 

be charged to the 
contractor 

Place of Issue 

1 2 3 4 5 
     

NIL 
     
 
SCHEDULE ‘C’ 
Tools and plants to be hired to the contractor 
 
SI.No. Description Hire charges per day Place of Issue 

1 2 3 4 
    

NIL 
    
 

SCHEDULE ‘D’ 
Extra schedule for specific requirements/document for the work, if any. 
Special conditions                    -  As per NIT   
Particular Specifications.          -  As per NIT   
Annexures                                -   As per NIT 
 

SCHEDULE ‘E’ 
 
Reference to General Conditions of contract:  General Conditions of Contract for Central 

CPWD Works 2023 Original Works as modified  
& corrected upto pervious day of the last date 
of receipt of tender.  

 
Name of work:  "Supply Installation Testing &Commissioning of 

1000kVA Transformer at National Institute of 
Ayurveda, Jaipur (Raj.)" 

 

Estimated cost of work:    Rs. 36,80,516/-  
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(i)  Earnest money:    Rs. 73,610/- 
 
(ii)  Performance Guarantee :  5% (Five percent) of accepted composite tendered value 

which shall be deposited with in favour of vice chancellor, 
NIA  

 

(iii)  Security Deposit :  2.5% (Two & Half percent) of accepted tendered amount. 
 
SCHEDULE ‘F’ 
 

GENERAL RULES & DIRECTIONS :  
 

Officer inviting tender    Joint Director(Admn.)  
National Institute of Ayurveda, Jaipur  
 

Maximum percentage for quantity of items  
of work to be executed beyond which rates  
are to be determined in accordance with  
Clauses 12.2 & 12.3.     See below 
 
Definitions: 
 

2(v)  Engineer-in-Charge    Estate – Incharge   
        
 

2(viii)  Accepting Authority   Joint Director (Admn.) 
National Institute of Ayurveda, Jaipur  

  
        
2(x)  Percentage on cost of materials  

and labour to cover all  
overheads and profits.   15% 

 

2(xi)  Standard Schedule of Rates   DSR (E&M) 2025 for  

        electrical work  with up to date Correction  
 

        Slips & market rates  
         
 

2(xii)  Department     National Institute of Ayurveda, Jaipur  
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Clause 1 

(i)  Time allowed for submission of  
 Performance Guarantee,  
 Programme Chart (Time and  
 Progress) and Applicable labour  
 licenses, Registration with EPFO,  
 ESIC and BOCW Welfare Board  
 including Provident Fund Code  
 No. or proof of applying thereof  
 from the date of issue of letter of acceptance.  07 days 
   

 
(ii)  Maximum allowable extension  

with late fee @ 0.1% per day of  
Performance Guarantee amount  
beyond the period provided in   
(i) above             03 days 

 
Clause 2 
 
Authority for fixing compensation under  
clause 2.      Vice Chancellor 
      NIA, Jaipur 
      or Successor there of 
Clause 2 
 
Applicable clause 2    Yes. 
 
Clause 5 
 
Number of days from the date of issue  
of letter of acceptance for reckoning date  
of start      7 days 
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Schedule of handing over of site 
 

Part Portion of Site Description Time Period for handing over 
reckoned from date of issue of letter 

of intent. 
Part A Portion without any hindrance Full site for the 

work 
On the day of issue of letter of 
commencement of work by the 

Engineer-in-Charge. 
Part B Portions with Encumbrances Nil  
Part C Portions dependent on work of 

other agencies 
Nil  

 

Time allowed for execution of work.   60 Days 
 

Authority to decide: 
(i)  Extension of time    Joint Director(Admn.) 
       National Institute of Ayurveda  
       Jaipur 
 

(ii)  Rescheduling of mile stones   Joint Director (Admn.)   
       National Institute of Ayurveda  
       Jaipur 
 
(iii)  Shifting of date of start in case of  
  delay in handing over of site   Vice Chancellor  
       National Institute of Ayurveda 
        Jaipur 
Clause 7 

Gross work to be done together with net  
payment/adjustment of advances for material  
collected, if any, since the last such payment  
for being eligible to interim payment   Nil  
 
 
CLAUSE 7A 

 
Whether Clause 7A shall be Applicable         YES    

 (No Running Account Bill shall be paid for the work till the 
applicable labour licences, registration with EPFO, ESIC and 
BOCW Welfare Board, whatever applicable are submitted by 
the contractor to the Estate-in-charge). 
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Clause 8A 
Authority to decide to compensation on account  
if contractor fails to comply the condition of this       Joint Director(Admn.) 
clause.                           NIA, Jaipur  
        
 
 
 

Specifications to be followed     
for execution of work As per all latest CPWD General Specifications for execution 

of work electrical works amendment up to date & other 
terms & conditions enclosed.  

 
 
Clause 12 
Type of work     Original work 
 
12.2  
& 12.3 Deviation Limit beyond which  

clauses 12.2 & 12.3 shall apply  
for building work    No Limit 

12.5  (i) Deviation Limit beyond which  
clauses 12.2 & 12.3 shall apply for  All the deviated quantities shall be paid at 

agreement rates.  
foundation work (except items  
mentioned in earth work subhead  
in DSR and related items)  No Limit      

 
(ii) Deviation Limit for items  
mentioned in earth work subhead  
of DSR and related items   No Limit 

 

 
Clause 16 
Competent Authority for    Vice Chancellor   
deciding reduced rates.      NIA, Jaipur 
       or Successor there of 
Clause 18 
List of mandatory machinery, tools      
& Plants to be deployed by the contractor As required for timely execution of work  
at site.   
 
 
        
       
 

  



P a g e  | 33 
 

Estate In-Charge  Joint Director (Admn.) 

CONDITIONS FOR ENGAGEMENT OF  

ASSOCIATED AGENCIES FOR E&M WORKS  

1. The lowest tenderer have to submit electrical contractor license and experience certificate issued by 
competent authority within two weeks of award of work in case he himself is eligible for carrying internal 
EI & other specialized E&M work as per eligibility criteria mentioned in Schedule-F, and if not, then he will 
associate specialized agencies as per eligibility criteria mentioned in Schedule-F. The main contractor shall 
submit the details of such specialized agencies to be associated in Annexure-V within two weeks of award 
of work. Following documents for association of electrical contractors for internal EI work or other 
specialized E&M Works shall be submitted by main contractor to Joint Director (Admn.),National Institute 
of ayurveda Jaipur for deciding the eligibility :-  
 

A. Willingness from an eligible electrical contractors/specialized agency to get associated with the applicant 
for execution of the electrical component of works as per as per the proforma given in Annexure-B to be 
signed between the contractor and the associated eligible electrical contractor/ specialized agency. 
 

B. For association of Electrical contractor for electrical works: - 
 
i) Copy of their registration documents  
ii) Copy of Electrical Contractor’s License issued by competent authority 
iii) Copy of Goods and Service Tax (GST) Registration 
iv) Copy of ESIC & ECS Registration  

Or 

For association of Electrical contractor for specialized E&M works: - 

i) Copy of Completion Certificate as per eligibility criteria mentioned in Schedule-F issued by 
competent authority. 

ii) Copy of Goods and Service Tax (GST) Registration. 
iii) Copy of ESIC & ECS Registration  

 

 (Copy of all above documents will be self-attested by the main agency and associated agency.) 

2. In the event of the concerned E&M agency not performing satisfactorily or failure of associate to 
complete the E&M work, the contractor on the written direction of the department, shall remove the 
Associate deployed on the work and shall submit name of new associate who fulfill the conditions 
mentioned in NIT to execute the leftover work without any loss of time or variation in cost to the 
department in this regard. Contractor shall meet all the guarantee for the equipments already supplied 
for which payment has been released by the Dept. in part. If any equipment supplied for the work, during 
the currency of the earlier Associate and paid partly by the Dept., becomes redundant /not in a position 
to be installed and commissioned and put to beneficial use due to change in agency for execution of E&M 
work, the contractor shall be liable for replacement of the equipment(s) at no cost to Department. No 
change of Associated Electrical Contractor /Specialized Agency will be allowed without prior approval of 
the     Joint Director (Admn.), National Institute of Ayurveda Jaipur. 
 

3.  The contractor/ specialized agency shall be responsible and liable for proper and complete execution of 
the Electrical work and ensure coordination and completion of both civil and electrical work. 
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4. The associate contractor/specialized agency along with contractor shall attend the inspection of the work 
by the Engineer-in-Charge of E&M works as and when required. 
 

5. The associate or contractor/specialized agency shall sign a tripartite Agreement/Contract along with the 
main tenderer and the departmental officer, for technical compliance of specification, guarantee etc. 
 

6. The associate or contractor/ specialized agency shall attend the inspection of the work by the Engineer 
in-Charge of E&M works as and when required. 
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Annexure - VIII 
 

PROPOSAL FOR ASSOCIATING ELECTRICAL AGENCIES for ELECTRICAL INSTALLATION 
 

We hereby propose the following electrical agencies as per details mentioned against each. Their 
Willingness Certificates are also attached as per Annexure-IX. 
 
Sr. 
No. 

Name of 
Electrical 
Contractor/Firm 

Category & Class 
of registration in  
CPWD/MES/State 
PWD/PSU 
 

Registration 
No.  

Electrical 
License 

Validity of 
registration 

Consent 
letter 

attached 
(yes/No) 

1.       

2.       

3.       

 
Note :- A copy of registration order shall be attached for each agency.  
 

 
Contractor’s signature  
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Annexure-IX 

 
WILLINGNESS CERTIFICATE  

 

Name of work:   "Supply Installation Testing &Commissioning of 1000kVA Transformer at National 

Institute of Ayurveda, Jaipur (Raj.)" 
 

I hereby give my willingness to work as Associate Specialized Agency for electrical component of 

the above mentioned work. I will execute the work as per specifications and conditions for the agreement 

and as per direction of the Engineer-in-Charge. Also I will engage full time technically qualified 

supervisor/engineer for the works. I will attend inspection of officers of the department as and when 

required.  

 

Dated:  

 

Signature of the Associate Specialized Agency  
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Annexure-X 

Memorandum of understanding  
Rs. 100/- Non-judicial stamp 

 
This Memorandum of Understanding (MOU) is made on the _________ at __________ 

 
Between 

 
M/s _____________________________ (Main Contractor) having his registered office at 
_____________________ which expression shall unless repugnant to the subject or context include its 
administrators, successors and assigns. 

And 

M/s _____________________ (Associate contractor) registered in CPWD/MES/State PWD/PSU at 
class________________ Electrical contractor and having his registered office at _____________________ which 
expression shall unless repugnant to the subject or context include its administrators, successors and assign. 

Whereas, the National Institute of Ayurveda, have issued tender papers to quote for the following work to         
M/s __________________ (Main Contractor). 

Name of work: -  "Supply Installation Testing &Commissioning of 1000kVA Transformer at National 
Institute of Ayurveda, Jaipur (Raj.)"     

Whereas, This Memorandum of Understanding has been entered into to execute the above work by the 
Main Contractor and Associate Contractor. 

Whereas, both the parties have gone through and understood the various conditions and clauses of the 
tender and willingly agree to abide by them. 

This MOU shall be valid till the duration of completion of above work and shall be extended if so required 
by the CPWD. 

Now, therefore it is agreed between the parties here to as follows:- 

1. The associated electrical contractor shall completely execute, perform and do all the works mentioned 
and described in the main agreement for its electrical components according to the specifications, terms 
and conditions etc. of the main agreement. 

2. The associated electrical contractor shall execute and complete the works in all respect up to full 
satisfaction of the NIA officers and attend to them during their inspection at site, meetings etc., 
whenever required by the NIA officers. 

3. The cost of electrical works executed by the associated electrical contractor will include the cost of all the 
materials, accessories, equipments, tools & plants, laborers technical persons required etc. in all respect. 

4. The associated electrical contractor is responsible for getting recorded measurements and preparation, 
submissions & pursuance of payment of the bills of the work done for electrical portion of the main 
agreement. 

5. The rate will be as per the schedule enclosed. 
6. The Quantity will be as per actual measurement as received from NIA to main contractor and the rate will 

be as per the mutually agreed. 
7. The payment to associate contractor will be released after the payment to main contractor is made by 

the NIA. 
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8. The technical staff required for the associate discipline shall be of associate contractor. 
9. The guarantee of the installation after the completion of the work shall be responsibility of the associate 

electrical contractor as required by the NIA. 
10. There is Service Tax (GST) liability; work being related to the construction of the Central Govt. Deptt. 

However, if any liability of the Service Tax (GST) is imposed on the associated electrical contractor then it 
will be paid by main contractor. 

11. Either party shall not repudiate the contract in mid-way without the consent of each other. Otherwise it 
will be treated as breach of agreement for any reason whatsoever. 

12. The main agency shall be solely responsible for deferment & rescheduling of each milestone fixed as per 
contract documents and in such eventuality, the consequences arising out of the same rests on main 
agency. 

13. The main contractor only shall be responsible for getting extension of delay regularized and liability what 
so ever flowing out shall lies with them. There shall be no direct or indirect impact on associate 
contractor. 

14. TDS shall be deducted by the main contractor as per Income Tax law from associated agency. In case 
liability of tax other than Income Tax (Such as GST, or any other mechanism formed) is levied on 
associated contractor then the main agency will reimburse it in full to associated agency. 

15. The associated contractor shall be bound to execute work up to a deviation limit of 30% in quantities of 
items of work at the agreement rate. Beyond deviation limit the rates will be decided by main & 
Associated contractor on mutually agreed basis. 

16. For the items such as extra items, substitute items and new items other than the items of main 
agreement, if any incorporated in the work, then the main contractor shall pay the full amount so 
approved to the associate contractor. 

17. The validity of rates shall be ______ months after finalization & acceptance of MOU by the competent 
authority. 

18. In case main contractor delays the payment to associated contractor after the payment is released by 
department to the main contractor then on receipt of delay in payment from associate contractor the 
NIA shall directly make the payment to associated contractor. 

19. The main contractor shall at their cost provide necessary requisite arrangement for storage of material. 
20. Sand & cement used in the electrical work shall be provide by main contractor. 
21. Security Deposit as deducted by the NIA will be reimbursed by main contractor to associate contractor. 

However associated electrical contractor will deposit 2 ½ % of Agreement amount of Rs. ______________ 
in shape of FDR towards S/D to be retained by main contractor which will refunded to electrical 
contractor after completion of electrical work. 

22. The Income tax, Commercial tax and labour cess tax deducted by the NIA from the bills of electrical work 
shall be reimbursed by the main contractor in favour of the associated electrical contractor accordingly. 
 
In witness whereof we have put our hand seal on date _________________. 
 
Enclose:- Schedule of rates. 
 
Signature         Signature  
(Associate Contractor)        (Associate Contractor)  
Address: _________________        Address: _________________  
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TABLE OF MILE STONE (S) 

Name of Work: Supply Installation Testing &Commissioning of 1000kVA Transformer at National Institute of 
Ayurveda, Jaipur (Raj.) 

Mile stone(s) as per table given below:- 

Sr. No. Description of Milestone (Physical) Time Allowed in 
days  

(from date of 
start) 

Amount to be with- held in case of 
non achievement of milestone 

1 Submission of documents for association of 
specialized agencies 

5 Days 0.25% 
of accepted tendered amount. 

2 Submission of Detailed Drawing a of 
Transformer, & Other electrical equipment 

15 Days 0.25% 
of accepted tendered amount. 

3 Supply of cables, 25 Days 0.25% 
of accepted tendered amount. 

4 laying work of LT Cables . 30 Days 0.25% 
of accepted tendered amount. 

5 supply of Transformer  50 Days 0.5% 
of accepted tendered amount. 

6 Complete installation Work including 
completion i n all aspects in the building, 
obtaining statutory license, and handing 
over the installation to the Client 

60 Days 0.5% 
of accepted tendered amount. 
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ELIGIBILITY CRITERIA FOR SPECIALISED E&M WORKS 

The contractor shall have to associate other agency(s) for execution of each of the work(s), which fulfils 
the eligibility criteria as defined after taking prior approval. The contractor and the associated specialized 
agencies shall give required affidavit to confirm their association. Tender accepting authority may approve 
change of sub agency in case it is required during the currency of contract. However the contractor shall also be 
eligible to carry out himself any or all of these works without associating any specialized agency provided:- 

a) He fulfils the prescribed eligibility criteria respectively for these work(s). 
Or 

b) He directly procures the equipment of approved make from manufacturer and gets it installed from 
authorized agency / service provider of the manufacturer. 

Or 
c) Specialized agency as per criteria mentioned below. 

In addition to this the associated agency has to submit an Affidavit as under: - “I/We undertake and 
confirm that eligible similar works(s) has/have not been got executed through another contractor on 
back to back basis. Further that, if such a violation comes to the notice of Department, then I/we shall 
be debarred for associated agency in NIA in future forever.” 
 

1 EI Works a) Certificate of registration of CPWD/MES/RAJASTHAN STATE 
PWD/PSU from Central Govt./State Govt. in appropriate class of 
composite category. 

b) Electrical contractor license OR undertaking that they will either 
obtain valid electrical license at the time of execution of electrical 
work OR associate contractor having valid electrical license of 
appropriate class. 

2 SUB STATION a) Experience of having successfully completed works during last 
seven years ending previous day of last date of submission of 
application. 

b) One work of financial value not less than Rs. 29.44 lacs with 
capacity of 80% of individual transformer 
                                        Or  

c) Two works each of financial value not less than Rs. 22.08 lacs with 
capacity of 80% of individual transformer 
                                       Or 

d) Three works each of financial value not less than Rs. 14.72 lacs 
with capacity of 80% of individual transformer Similar works 
means Supply, Installation, Testing and Commissioning of Sub-
station 

 
In addition to this the associated agency has to submit an Affidavit as under: - “I/We undertake and 
confirm that eligible similar works(s) has/have not been got executed through another contractor 
on back to back basis. Further that, if such a violation comes to the notice of Department, then 
I/we shall be debarred for associated agency in NIA in future forever.” 
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GENERAL CONDITIONS & SPECIFICATIONS FOR ELECTRICAL, MECHANICAL & CIVIL WORKS 
1.0 General Conditions for ELECTRICAL Works 

 
1.1 These General conditions and General specifications are applicable to all E&M works in general. 

For specific tenders some of the E&M services may not be a part of the particular tender. In such 
cases the conditions and specifications which are not related to the works or components thereof 
mentioned in the schedule of work shall not apply for that particular tender. 

1.2 All the E & M works shall be carried out as per direction and to the entire satisfaction of the 
Estate- in charge. Unless otherwise specified in the following conditions, the work shall, in 
general, be carried out as per following specifications: 
CPWD General Specifications for Electrical Works – Part-I (Internal), 2023 amended up to date. 
CPWD General Specifications for Electrical Works – Part-II (External), 2023 amended up to date. 
CPWD General Specifications for Electrical Works Part VI Substation –2013 amended up to date. 
CPWD Specifications for Civil Works 2023 (Vol. I & II) amended up to date  
Relevant BIS specifications amended up to date.  
Indian Electricity Act 2013 and Indian Electricity Rules 1956 amended up to date.  
Local Fire Regulations applicable at the place of installation.  
Relevant and applicable foreign standards and specifications amended up to date.  
Any other relevant act or rules and local byelaws.  
Commercial and additional conditions and specifications for E & M works for this tender. 

1.3 The work shall be carried out by contractor of appropriate Class as per Composite category with 
valid Electrical license and supervisor license only and other criteria as per norms. In case the 
main contractor is not fulfilled the criteria, he should engage an suitable agency as associated 
contractor, for execution of this work. Name of electrical agency shall be given in consent letter 
Performa along with enlistment details of the agency. 

1.4 Order of Preference: In case of any difference or discrepancy between the description of items as 
given in the schedule of quantities, particular specifications for individual items of work (including 
special conditions) and I.S. Codes etc., the following order of preference shall be observed : 

I. Description of items as given in Schedule of quantities 
II. Particular specifications 

III. Special conditions 
IV. Additional condition 
V. Tender drawings attached/ issued during execution 

VI. CPWD Specifications including up to date correction slips. 
VII. General Conditions of Contract 2020 for CPWD Works with up to date correction slips. 

VIII. Indian Standards Specifications of B.I.S. 
IX. ASTM, BS, or other foreign origin code mentioned in tender document. 
X. Manufacturer’s specifications and as decided by the Estate-in-charge. 

XI. Sound Engineering practices or well established local construction practices. 
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1.5 Where manufacturers furnish specific instructions / recommendations relating to the materials 
used in this job and/or their installation, covering points not specifically mentioned in these 
documents, these instructions shall be followed in all cases and shall be deemed to be included in 
the schedule of work whether they have been specifically mentioned or not. Manufacturer’s 
catalogue / literature on installation, testing, maintenance and troubleshooting of major 
equipment’s shall be submitted to the department while handing over the installation. 
 

1.6 POWER SUPPLY AND WATER SUPPLY: 
 

No Power & Water Supply shall be provided by the department for the purpose of execution of 
the E&M work, except for testing and commissioning of installations. The contractor shall make 
his own arrangement in this regard. The power supply for testing and commissioning will be given 
at one point inside the premises and the contractor shall have to make arrangements for 
required cabling work and switch gears for extension of the power to the required location for 
testing. This will be applicable to all sub-heads of E&M works. 
 

1.7 The contractor has to submit the drawing and design with the Architectural drawings and 
structural drawings and make any subsequent changes, if required as per the directions of 
authority. The work shall be carried out in accordance with the Architectural drawings and 
structural drawings as approved by the Estate-in-Charge. 
 

1.8 Before commencement of any item of work the agency shall correlate all the relevant 
architectural and structural drawings, and specifications etc. and satisfy himself that the 
information available is complete and unambiguous. The agency alone shall be responsible for 
any loss or damage occurring by the commencement of work based on any erroneous and or 
incomplete information and no claim whatsoever shall be entertained on this account. 

 
1.9 WATCH AND WARD:  
 

The contractor will make his own storage of his own materials. The watch and ward of the 
materials and of the installations would be responsibility of contractor till the work is completed / 
handed over to the department. Nothing extra shall be paid to the contractor on this account. 
Making payment to the contractor in any form against supply of materials / equipment’s / 
components or execution thereof shall not absolve the contractor of his responsibility of watch 
and ward of the equipment’s / materials etc. and their satisfactory functioning until the same is 
taken over by the department after successful installation, testing, commissioning and running in 
period. No separate storage space will be provided to the contractor for storage of his materials 
and equipment’s to be brought at site and used in execution. The available open site space may 
however be used by the contractor for storage purposes in which case he may build up 
temporary store at available site space at his own cost. 
 

1.10 MATERIALS TO BE USED IN THE WORK:  
 
Sample of building materials, fittings and other articles required for execution of work shall be 
got approved from the Estate-in-charge before use in the work. The quality of samples brought 
by the agency shall be judged by standards laid down in the relevant CPWD/ BIS specifications. All 
materials and articles brought by the agency to the site for use shall conform to the samples 
approved by the Estate-in-charge which shall be preserved till the completion of the work 
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1.11 BIS marked materials except otherwise specified shall be subjected to quality test at the 
discretion of the Estate-in-charge besides testing of other materials as per the specifications 
described for the item/material. Wherever BIS marked materials are brought to the site of work, 
the agency shall, if required, by the Estate-in-charge, furnish manufacturer’s test certificate or 
test certificate from approved testing laboratory to establish that the materials/ procured by the 
agency for incorporation in the work satisfies the provisions of specifications/ BIS codes relevant 
to the material and / or the work done. 
 

1.12 Regarding testing of civil & electrical materials, the testing of materials shall be conducted in 
Govt. Laboratory/ Govt. colleges/ IITs/NITs or from the laboratory as approved by Estate-in-
charge. The charges of testing of materials in approved laboratory shall be borne by the 
contractor. 
 

1.13 Dismantle materials, if any, should be returned to the department unless otherwise anything in 
contrary has been specifically stated in the tender document / BOQ. 
 

1.14 VARIATION IN QUANTITY:  
Quantities shown against each item of work or supply are tentative which may vary on either side 
(plus or minus). This variation shall, in general, be governed by clause no. 12 of the clauses of 
contract of CPWD form 7 / 8. The contractor should ensure from the Estate-in-charge and from 
the site condition the actual quantity required / to be used / to be supplied before bringing the 
materials at site.  
In case the actual quantity of material required at the site is less than the stipulated quantity, the 
contractor cannot claim to supply entire quantity stipulated in the schedule of quantities of work 
(Schedule – A) as well as cannot demand for payment thereof. The contractor shall therefore, be 
very careful about the quantity of materials to be supplied / brought at site. The decision of the 
Estate-in-charge in this regard shall be final and binding on the part of the contractor. Even if 
initial payment for supply of materials is made in any form for bringing material at site and if it is 
found at later stage that the actual requirement is less as per site requirement or as per decision 
of the Estate-in-charge, the contractor shall have to take back the additional quantity brought / 
supplied at site and necessary adjustment shall be made from his next bill on this account. No 
claim in this regard shall be entertained 
 

1.15 INSPECTION AND TESTING: 
The Estate-in-charge or his authorized representative may inspect any material at manufacturers’ 
works and may witness routine tests as per relevant Indian Standard Specifications or other 
relevant specifications at manufacturers’ works. The contractor shall give in writing Advance 
notice to the Estate-in-charge and arrange for such inspection / presence for testing at 
manufacturers work. The TA/DA etc. of the departmental personnel who will be deputed to 
witness the tests etc. shall be borne by the Department. The Estate-in-charge or his authorized 
representatives shall have, at all the reasonable times, access to the contractor’s premises or 
works or other works where manufacturing / fabrication shall be done and shall have the power, 
at all reasonable times, to inspect and examine the materials and workmanship during its 
manufacture or fabrication. Inspection of imported materials at foreign works shall however not 
be carried out by the department. These materials shall be inspected and tested at site. 
Manufacturers’ original test certificates and document of import / shipment should be provided 
to the department along with the materials without which no payment should be made to the 
contractor. The contractor shall arrange for all the materials and labour required in connection 
with inspection of equipment or for any testing to be carried out at his works / manufacturers’ 
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works or at site of installation. Notice of such inspection / presence for testing shall be given by 
the contractor to the Estate-in-charge at least fifteen days in advance. 
 

1.16 COMPLETION DRAWING AND MANUAL: 
In addition to the mode and form of submission of completion drawings and manuals as 
stipulated in the relevant CPWD Specifications for various sub-heads of E&M works, the 
contractor shall also submit soft copy of the completion drawings in CD / DVD. 

1.17 Additional Conditions for Electrical Work 
1.17.1 General 

1.17.1.1 The bidder shall acquaint himself with the proposed site of work, its 
approach roads, working space available before quoting his rates. 

1.17.1.2 No Entry/exit/roads other than specified by the Estate-in-charge for 
purpose of construction activities will be allowed to be used for 
construction activity purposes or movement of trucks/lorries/load-
carriers and nothing extra/ delay whatsoever will be accounted for on 
this part. 

1.17.1.3 The agency shall take all necessary precautions to prevent any nuisance 
or inconvenience to the owners, tenants or occupiers of adjacent 
properties and to the public in general and to prevent any damage to 
such properties and any pollution of smoke, streams and water- ways. He 
shall make good at his cost and to the satisfaction of the Estate-in-
charge, any damage to roads, paths, cross drainage works or public or 
private property whatsoever caused thereon by the agency. All waste or 
superfluous materials shall be removed by the agency without any 
reservation entirely to the satisfaction of the Estate-in-charge. 

1.17.1.4 In the event of any restrictions being imposed by the Security agency, 
NIA, Traffic or any other authority having jurisdiction in the area on the 
working or movement of labour/ material, the agency shall strictly follow 
such restrictions and nothing extra shall be payable to the agency on this 
account. The loss of time on this account, if any, shall have to be made 
up by generating additional resources etc. 

1.17.1.5 QUALITY OF WORK AND WORKMANSHIP: 
The contractor shall be entirely responsible and answerable for all the 
works done by him regarding quality, adherence to the laid down 
specifications, terms and conditions, warranty/guarantee etc. and he 
shall be liable to bear any compensation that may be levied by the 
department under any of the clauses of the agreement. Clause 1.15 of 
CPWD General Specifications for Electrical Works, Part – IV, Substation 
2013 shall be applicable. The materials having ISI mark shall have 
precedence over the one conforming to IS Specifications. The proposed 
work is highly prestigious; therefore, quality of work is of paramount 
importance. Agency shall have to engage well experienced skilled labour 
to execute the work. 
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1.17.1.6 NATURAL CALAMITY 
No payment shall be made for any damage caused by rain, 

snowfall, flood or any other natural calamity, whatsoever during the 
execution of the work. The agency shall be fully responsible for any 
damage to the govt. property and work for which the payment has been 
advanced to him under the contract and he shall make good the same at 
his risk and cost. The agency shall be fully responsible for safety and 
security of his material, T&P, Machinery brought to the site by him. 

ACCIDENT: 

The department (NIA) shall not have any responsibility or liability in case 
of any accident injury to the personnel to the contractor at work site or 
to the general public at the work site due to mishandling equipment’s by 
the personnel of the contractor or any other similar reason. The 
responsibilities and liabilities for such accidents and incidents shall be 
borne in full by the contractor. 

1.17.1.7 The agency shall comply with the safety procedures, norms and 
guidelines (as applicable) as outlined in the document Part 7 
Constructional practices and safety- 2005, National Building code of 
India, Bureau of Indian Standards. A copy of all pertinent regulations and 
notices concerning accidents, injury and first-aid shall be prominently 
exhibited at the work site. Depending upon the scope & nature of work, a 
person qualified in first-aid shall be available at work site to render and 
direct first-aid to causalities. A telephone may be provided to first- aid 
assistant with telephone numbers of the hospitals displayed. Complete 
reports of all accidents and action taken thereon shall be forwarded to 
the competent authorities 

1.17.1.8 The agency shall ensure the following activities for construction workers 
safety, among other measures: 

1.17.1.9 Guarding all parts of dangerous machinery. 
1.17.1.10 Precautionary signs for working on machinery 
1.17.1.11 Maintaining hoists and lifts, lifting machines, chains, ropes, and other 

lifting tackles in good condition. 
1.17.1.12 Durable and reusable formwork systems to replace timber formwork and 

ensure that formwork where used is properly maintained. 
1.17.1.13 Ensuring that walking surfaces or boards at height are of sound 

construction and are provided with safety rails or belts. 
1.17.1.14 Provide protective equipment; helmets etc. 
1.17.1.15 Provide measures to prevent fires. Fire extinguishers and buckets of sand 

must be provided in the fire-prone area and elsewhere. 
1.17.1.16 Provide sufficient and suitable light for working during night time. 
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1.17.1.17 The agency shall provide for adequate number of garbage bins around 
the construction site and the workers facilities and will be responsible for 
the proper utilization of these bins for any solid waste generated during 
the construction. The agency shall ensure that the site and the workers 
facilities are kept litter free. Separate bins should be provided for plastic, 
glass, metal, biological and paper waste and labeled in both Hindi and 
English with suitable symbols. 

1.17.1.18 Agency should spray curing water on concrete structure and shall not 
allow free flow of water. Concrete structures should be kept covered 
with thick cloth/gunny bags and water should be sprayed on them. 
Agency shall do water ponding on all sunken slabs using cement and sand 
mortar. 

1.17.1.19 The Agency shall remove from site all rubbish and debris generated by 
the Works and keep Works clean and tidy throughout the Contract 
Period. All the serviceable and non- serviceable (malba) material shall be 
segregated and stored separately. Malba, rubbish & other waste 
materials shall be disposed of as directed by Estate in Charge. 

2.0 Payment terms: 
On account payments for part work (after stipulated and statutory deductions) as assessed by the 

Estate – in-charge for the applicable items in the Contract shall be payable at part rates not exceeding the 
percentage indicated against the stages of work mentioned below: 

Items of DG SET, LT Panel, Transformer, UG Cable, etc. 
 

Sr. No.  Stage of work Percentage of Rate 
A On initial inspection of material and delivery at site in good condition 

on pro-rata basis 
75% 

B On completion of installation in all respect 10% 
C On completion of testing and commissioning 10% 
d At the time of handing over site to dept. 5% 

 
3.0 Preferred Make & Approval of materials: 
3.1 The list of preferred make of materials for Electrical Works is given as Annexure-XII. 
4.0 Approved Make for Electrical Works: 

4.1 Specification/brands names of materials to be used as per the scope of work are listed here. The efforts 
should be made by the agency to use indigenous products. The agency should also consider the 
availability of spares parts/components for maintenance purposes while proposing any 
brand/manufacturer. The materials of any other brand/manufacturer may be proposed for use by the 
agency in case the brands specified below are not available in the market and/or agency intends to use 
some other brand better than the brands mentioned in this list. The alternate brand can be used only 
after the approval of Estate-in-charge. The list of approved make for Electercal Work should be as per 
Annexure-XII. 

5.0 All expenditure to be incurred for testing of sample e.g. packaging, sealing, transportation, loading, 
unloading etc. including All Material Testing Charges shall be borne by the contractor, used in the work. 
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TECHNICAL SPECIFICATIONS FOR TRANSFORMERS 

1.0 OIL COOIlED TRASFORMERS : -  Oil filled copper wound transformers of voltage rctio 11 I 0.433 KV and 
required 1000 kVA rating shall be provided. 
 

2.0 General Construction:- The oil filled transformers shall comply with IS 1180 & the list of codes & standards 
enclosed. 

 
3.0 Insulation Oil : insulations oil shall conform to lS 335(2018). Transformer oil to be supplied with initial fill of 

filtered oil. 
 

4.0 General Requirements: The transformer shall be indoor type. The transformer in addition shall have thermal 
and dynamic ability With stand external short-circuit as per relevant lS. 

 
5.0 Temperature Rise: The maximum temperature rise in winding shall be SO" over ambient temperature of 

40"c. 
 

6.0 Tap Changing Device: Tap changing device shall be provided on H.V side, circuit type, externally hand 
operated with necessary indications for tap position and locking arrangement at any of the tapping positions. 
lt shall be designed for bi-directional operation and shall be of self-positioning type and shall be suitable for 
HV voltage variation from -10% to +5% in steps of 2.5% 

 
Note. 'Tap changing device shall be off load type. 
 

7.0 Voltage Ratio : The transformer shall be suitable for a voltage ratio of 11 KV/433 V 
 

8.0 Vector Group: The winding connections shall conform to vector group dyn. 11. 
 

9.0 Cooling: The transformer shall be oil immersed natural air-cooled type (ONAN) 
 

10.0 Accessories:  The transformer shall be a single tank type with termination on bushings or cable end box 
as required on HV and MV side. The MV side shall be suitable to receive bus bar trunking or MV cable inter-
connection suitable for full load current of the transformer. 

 
11.0 Fittings :-  The transformer shall be complete with the following fittings 

 
a)  Oil conservator with oil level indicator, minimum level marking and drain plug.  
b)  Off circuit type tap changer with position indicator and locking.  
c)  Thermometer pocket with plug.  
d)  100 mm dial type /stem type thermometer with metal guard Dial type thermometer may have max. 

Temperature indicator and resetting device.  
e)  Lifting lugs.  
f) Bi-directional/Unidirectional Rollers.  
g)  Rating diagram and terminal marking plate.  
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h)  Explosion vent.  
i)  Additional Neutral separately brought out on a bushing.  
j)  Earth terminals (2 Nos.) for body earthing. 
k) Valves for filtration, drainage and filling etc. with necessary plugs  
l)  Radiator assembly.  
m)  Silica gel breather.  
n)  Air release plug.  
o)  First fillet of oil to lS 335:2018 including make-up fill during installation.  
p)  Facility to connect up Buchholtz relay.  
q)  lnspection covers on tank cover for access to terminal connections.  
r)  Bushing terminations or cable box terminations.  
s)  Necessary hardware, clamps, lugs etc. for termination on HV/MV etc. 

 
12.0 Explosion Vent : Explosion vent or pressure relief device shall be provided of sufficient size for rapid 

release of any pressure that may be generated within the tank and which might result in damage to the 
equipment. The device shall operate at a static pressure less than the hydraulic test pressure for 
transformer tank. Means shall be provided to prevent the ingress of moisture and of such a desi8n to 
prevent gas accumulation. 
 

13.0 Accommodation for Auxiliary Apparatus: Where specified, such as, for restricted earth fault protection, 
facilities shall be provided for the mounting of a neutral current transformer. 

 
14.0 Rating And Diagram Plates: The following plates shall be fixed to Transformer in a visible position.  

(a) A rating plate of weather proof material bearing the data specified in the appropriate clauses of lS.  
(b) A diagram plate showing the internal connection and also the voltage vector relationship of the several 
windings in accordance with lS and a plan view of the transformer giving the correct physical relationship of 
the terminals. 
 

15.0 Joints and Gaskets: All gas kets used for making oil tight joints shall be of proven material such as 
granulated cork bonded with synthetic rubber gaskets or synthetic rubber or such other good material. 
 

16.0 Gas And Oil Actuated (Buchholtz) Relays :- Buchholtz Relay shall be provided for transformers. The 
design of the relay mounting arrangements, the associated pipe work shall be such that mal-operation of the 
relays shall not take place under normal service. The pipe work shall be so arranged that all gas arising from 
the transformer shall pass through the gas and oil actuated relay. The oil circuit through the relay shall not 
form a delivery path in parallel with any circulating oil pipe, nor shall it be tied into or connected through the 
pressure relief vent. Sharp bends in the pipe work shalt be avoided. All wiring connections, terminal boards, 
fuses and ljnks etc. connected with gas actuated relays shall be suitable for tropical atmosphere. Any wiring 
liable to be in contact with oil shall have oil resistant insulation and the bared ends of stranded wire shall be 
sealed to together to prevent seepage of oil entering connection boxes used for cables or wiring. 
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17.0 Cable Box: Cable box shall not be mounted on the tank covers. lt shall be feasible to remove the tank 
covers for inspection during maintenance etc. without recourse to breaking the joints or disturbing the cables 
already terminated. Necessary removable links in oil approachable through inspection cover in tank cover etc. 
after lowering oil shall be provided for test purpose. 
 

18.0 Noise Level: Noise level shall be as per NEMA standards. 
 

19.0 Tests: Tests at Work: All routine and other tests prescribed by IS shall be carried out at the 
manufacturer's works before dispatch of the transformer in the presence of inspecting officer if 
required. Copies of the test certificates shall be furnished to the department. ln addition to the 
prescribed routine tests, temperature rise test shall be invariably done on one transformer of each 
design. A copy of the impulse test certificate done on the same type/ design of the transformer shall be 
furnished in accordance with lS for purpose of record. lf no impulse test was done in an earlier unit of 
the same design and capacity, one transformer will be subjected to impulse test in consultation with the 
lnspector at the firm's cost. Copies of the certificates for pressure test, test for bushings, and type test 
for short circuit shall be supplied to the Department.  

 
Tests at Site: ln addition to tests at manufacturer's premises, all relevant pre commissioning checks and 
tests conforming to lS code of practice shall be done before energization. The following tests are to be 
particularly done before cable jointing or connecting up the bus bar trunking: 
a) Insulation test between HV to earth and HV to MV with 5000 volts Megger.  
b)  Insulation test between MV to earth with 500 volts Megger.  
c)  Di electric strength Test on oil.  
d)  Buchholtz relay operation by simulation test when fitted. All test results are to be recorded and 

reports should be submitted to the department. 
20.0 Installation and Commissioning 

The transformer shall be installed in accordance with lS 10028 (Part ll & lll)-Code of practice for 
Installation and maintenance of transformer. Necessary support channels shall be grouted in the flooring. 
 
The transformer shall be moved to its location and shall be correctly positioned. Transformer wheels shall 
be either locked or provided with wheel stoppers. All parts of the transformers which are supplied loose, 
such as conservator, radiator banks, Buchholtz relay, dial thermometer, bushing etc. shall be fitted on the 
transformer' Transformer oil supplied in drums shall be topped up into the transformer after duly 
testing/filtering up to the correct level required. Wiring of devices such as Buchholtz relay, dial 
thermometer etc. shall be carried out as per drawings, Earthing of neutral and body of the transformer 
shall be done in accordance with specifications. Drying out of transformer winding will be necessary when 
the dj-electric strength of the oil is lower than the minimum value as per IS 10028 or the transformer has 
not been energized within 6 months of leaving the works or where the radiator assembly is done at site. 
The transformer shall be dried out by one of the methods specified in lS 10028. Drying out with 
centrifugal or vacuum type filters will, however, be preferred. The contractor shall carry out the process 
of drying without interruption and shall maintain a log sheet indicating time, oil temperature and 
insulation resistance. After complete drying out of the transformer, oil sample shall be collected by the 
contractor and shall be tested for di electric strength as specified in lS 335:1993 with approved test kit. All 
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devices such as dial type thermometers, Buchholtz relays and main alarm and trip contacts shall be 
checked for satisfactory operation. All tests specified in these specifications shall be carried out by the 
contractor in the presence of inspecting officer/consignee free of cost. 

21.0 Maximum Allowable Power Transformer Losses: Power transformers of the proper ratings and design 
must be selected to satisfy the minimum acceptable efficiency at 50% and full Ioad rating. ln addition, the 
transformer must be selected such that it minimizes the total of its initial cost in addition to the present 
value of the cost of its total lost energy while serving its estimated loads during its respective life span. 
Total losses for oil filled transformers should conform ECBC building norms. 
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The Documents as per Checklist given below must be submitted along with bid failing which submitted 
bids will not be considered for technical evaluation. 

Check list to be submitted by bidder 
Sr. No.  Certificate Documents No./Description 

1. Firm Registration Certificate  

2. Experience Certificate (Similar Works)  

3. Average Annual Turnover of the bidder (Must 

be equal to or more than 18.4 Lakhs) 

 

4. Undertaking for Non-Blacklisting of the Firm 

as per Annexure - VII 

 

5. EMD Deposit Receipt  

6. PAN Card  

7. GST Registration Certificate  
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Annexure - XI 
      TECHNICAL BID 

(Fill in capital/bold letters only) 

 
1. Name of Tendering Company/Firm/Agency :  

2. Name of Owner/Partners/Directors :  

3 Full Particulars of the Head Office :  

  Address :  

  Telephone No. :  

  E-mail address :  

4 
Full Particulars of the Bankers of the 

Company/Firm/Agency, with full Address/Tel.No. 

:  

  Name of the Bank :  

  Address of the Bank :  

  Telephone No. :  

  E-mail address :  

5 Registration Details: :  

  Copy of Firm/Agency’s Registration No. :  

  PAN No.  :  

  GST Registration No :  

  Aadhar No. of Owner/Partners/Directors :  

6 Details o Earnest Money Deposit :  

  Amounts(Rs.) :  

  DD/PO No. and Date :  

  Drawnon Bank :  

  Valid upto :  

7 Annual Turnover of the Company/Firm/Agency for the last 3 years (With Proof duly certified by Chartered 

Accountant/Auditor) Last 03 Years balance sheet and copies of Income tax returns for 3 Years as stated in Terms & 

Conditions 

  2022-2023 :  

  2023-2024 :  

  2024-2025 :  
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Certificate 

(To be submitted with the Technical Bid) 

The Annual Turnover of M/s. ________________________________________________ for the  

last 3 Years are given below and it is certified that the Statement is true and correct: 

S.N. Year Turnover Rs. In Lacs  

1 2022 - 2023  

2 2023 – 2024  

3 2024 - 2025  

 

Total 

 

Rs _______________________Lacs 

 

Average Turnover per Annum: Rs.  _____________________________________________________Lakhs. 

 

Date : ______________________ 

 

Signature of Chartered Accountant/Auditor with Seal 
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      Preferred Make & Material List For Electrical Work 
Annexure-XII 

(A) LIST OF APPROVED MAKES – FOR SUB-STATION WORKS (ELECTRICAL ) 
 

Approved makes of materials to be used in the work areas under. In case of non-availability of 
these makes, the Estate-in-charge may allow use of alternative BIS/ Non BIS marked makes of materials in 
the work may be permitted by the Estate-in-charge. 

 
Sr. No. Description  Make  

1. Transformer Voltamp/ Uttam Bharat / Bharat Bijli / United / Indian / Crompton/ 
Kirloskar/ESENNAR /TECHNOTECH ENERGY/Subsequent equivalent  

2. 11 KV H.T./LT Cables Universal/ KEI / Havells/Finolex/Polycab/Subsequent equivalent 
3. 11 KV H.T. Cable Jointing 

Kits 
Raychem / 3M / Xicon/Subsequent equivalent 

4. 11 KV HT PANEL / RMU ABB/Schneider/Siemens/Subsequent equivalent 
5. Air Circuit Breakers Siemens (3WL) / Schneider Electric (Masterpact NW ) / ABB(E-Max2) 

/Subsequent equivalent 
6. Moulded Case Circuit 

Breakers 
Siemens(3VL)/Schneider Electric (Compact NSX)/ ABB (TMAX)/ 
LEGRAND(DPX3) /Subsequent equivalent 

7. MCBs/RCCB/SPD Legrand/ Siemens/ABB/SCHNEIDER/Subsequent equivalent 
8. Selector Switches KAYCEE / SALZER/SWITCHON/Subsequent equivalent 
9. Contactors ABB(A-RANGE) / SIEMENS(3TF) / Schinder/Subsequent equivalent 

10. MULTIFUNCTION METER Conzerv/ SIEMENS/ SCHNEIDERELECTRIC/ ELMEASURE/ LEGRAND/ 
Krykard/Enercon/ Neptune/Subsequent equivalent 

11. Digital Panel Meters Conzerv / SIEMENS/SCHNEIDER ELECTRIC/ Krykard 
/Enercon/Neptune/ELMEASURE/LEGRAND/Subsequent equivalent 

12. Indicating Lamps (LED type) Siemens / SCHNEIDER / ABB/ESBEE/Subsequent equivalent 
13. Push Buttons Siemens / GE / C &S /SCHNEIDER/ESBEE/Subsequent equivalent 
14. M.V. Power Capacitors / 

Harmonic Block Reactor 
Malde(Momaya) / SCHNIEDER / Universal / 
Neptune/LEGRAND/EPCOS/Subsequent equivalent 

15. Connectors/ Terminal Blocks Elmex / Connectwell / Essen/SCHNIEDER/Subsequent equivalent 
16. LT Panels / Capacitor Panel / 

Meter Panel Board / Feeder 
Pillar 

Milestones/Tricolite/Adlec/Precision Control System/ Johns Electric Co. 
Pvt. Ltd. Jaipur/RP Controls/Subsequent equivalent 

17. Lead Acid Battery Exide (Powersafe) /Global YUASA / Amar raja/Subsequent equivalent 
18. Insulation Mats Jyoti / Deepjyoti / Vardhman / Polymax/Subsequent equivalent 
19. Numerical Relays / Under 

voltage Relays 
SCHNEIDER ELECTRIC/ABB/SEIMENS/Subsequent equivalent 

20. APFC Relay Enercon / Neptune Ducati/Beluk/SCHNEIDER/LEGRAND/Subsequent 
equivalent 

21. Safety Equipments / Fire 
Extinguishers 

Minimax/ Ceasefire/Atasee/Safex/Lifeguard/Subsequent equivalent 
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                 Part – "C" 
 

      Schedule of Quantity 
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Schedule of Quantity  
 

Name of Work:-  S.I.T.C. of 1000 K.V.A. Transformer at NIA, Jaipur 
    

S.N. Description of Item Qty. Unit Rate Amount 
A Sub Head - I : Transformer          

1 

Supplying, Transportation,Installation, Testing and 
Commissioning of 1000 KVA ,11/ 0.433 KV, 3 Phase, 
50Hz, Core type, copper wound ,oil Natural Air 
Natural (ONAN) cooled,HV/LV connected in 
delta/star,Dy11 vector group, class A insulation 
associated with winding temperature indicator with 
alarm & trip contacts / Oil temperature indicator with 
alarm & trip contacts/ controller actuated by means 
of resistance temperature detector embedded in LV 
widings / Prismatic oil level guage (Flush Type) / Drain 
& Filter valve with plug, Air release plug, 
Thermometer pocket, Conservator with oil filling 
point and Drain valve, Explosion vent,  Silica gel 
breather, Pulling eyes, H.T Bushing, neutral Bushing 
for seperate earthing,  under base channel with skids, 
Unidirectional Rollers/ Bi- Directonal plain Rollers/ 
Inspection opening with cover, Buchhoz Relay with 
alarm & triping contacts,  Marshalling Box, 
Detachable Radiators with butterfly valve, LT cable 
box with Extanded bus bar and detachable gland 
plate , indoor type step down transformer with 
approximately 5% impedance, tapping for off load 
operation on HV side in steps of +5% to -10% in steps 
of having tapping range 2.5%, having cable end boxes 
on HV side suitable for 3 Core suitable size XLPE cable 
of 11KV grade and suitable capacity bus trunking 
arrangement on LV side with neutral brought out 
separately including supplying and laying of copper 
conductor multicore control cable from transformer 
to HT breaker for safety tripping, suitably mounted on 
M.S. Channel i/c supplying and grouting of suitable 
M.S. Channel with all accessories and confirming to IS 
1180 (part1) 2014 & losses of Transformer as per 
latest norms on Level 1 load as per specification 
attached complete in all respects as required at site. 
  

        

a 1000 KVA  1 Each 3116115.00 3116115.00 

2 

Supplying of one number PVC insulated and PVC 
sheatehed XLPE power aluminium conducter 
armoured cable of 11 KV (E) grade of following size 
etc as reqd. A) 3.5 x 300 sq mm 

100 Meter 4263.00 426300.00 

3 
Laying and fixing of one number PVC insulated and 
PVC sheathed / XLPE power cable of 1.1 KV grade of 
following size on cable tray as required.  

        

3.1 
Above 185 sq. mm and upto 400 sq. mm (clamped 
with 40x3mm MS flat clamp) 

100 Meter 226.00 22600.00 

4 

supplying and making indoor cable end termination 
with heat shrinkable jointing kit complete with all 
accessories including lugs suitable for following size 
of 3 core, XLPE aluminium conductor cable of 11 KV 
grade as required: 

        

4.1 120 to 240 sq. mm 2 Each 17414.00 34828.00 
5 Supplying and making outdoor cable end termination         
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with heat shrinkable jointing kit complete with all 
accessories including lugs suitable for following size 
of 3 core, XLPE aluminium conductor cable of 11 KV 
grade as required : 

5.1 120 to 240 Sq. mm 2 Each 24255.00 48510.00 

6 

Supplying and making end termination with brass 
compression gland and aluminium lugs for following 
size of PVC insulated and PVC sheathed / XLPE 
aluminium conductor cable of 1.1 KV grade as 
required.  

        

6.1  3½ X 300 sq. mm (70mm)  8 Each 1336.00 10688.00 
B Sub Head - I : Earthing         

7 

Earthing with G.I. earth plate 600 mm X 600 mm X 6 
mm thick including accessories, and providing 
masonry enclosure with cover plate having locking 
arrangement and watering pipe of 2.7 Meter long etc. 
with charcoal/ coke and salt as required. 

2 Set 8351.00 16702.00 

8 

Earthing with copper earth plate 600 mm X 600 mm X 
6 mm thick including accessories, and providing 
masonry enclosure with cover plate having locking 
arrangement and watering pipe of 2.7 Meter long etc. 
with charcoal/ coke and salt as required. 

2 Set 45224.00 90448.00 

9 

Providing and fixing 50 mm X 6 mm copper strip in 65 
mm dia G.I. pipe from earth electrode including 
connection with brass nut, bolt, spring, washer 
excavation and re-filling etc. as required. 

20 Meter 7050.00 141000.00 

10 

Providing and fixing 25 mm X 5 mm G.I. strip in 40 
mm dia G.I. pipe from earth electrode including 
connection with G.I. nut, bolt, spring, washer 
excavation and re-filling etc. as required.  

20 Meter 755.00 15100.00 

11  Providing and fixing 50 mm X 6 mm copper strip on 
surface or in recess for connections etc. as required.  

20 Meter 5052.00 101040.00 

12 
Providing and fixing 25 mm X 5 mm G.I. strip on 
surface or in recess for connections etc. as required.  20 Meter 287.00 5740.00 

C Sub Head - I : Credit Cost         

13 

Credit Cost of Existing 500 KVA Copper Wound 
transformer as and where basis including dismantling 
charges, removing of existing Cable connection & Bus 
bar connection as present at site and removing of this 
transformer from the substation building with the 
help of crane, manpower and other mechanical 
means. 

1 Job -348555.00 -348555.00 

    Total Rs.  3680516.00 
 

Note :- The Contractor has to quote his rates in % above or below on estimated cost i.e. on Rs. 36,80,516.00  
 


